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PIVOTING BY-PASS
DOOR

FIXING LUG

FIXING LUG

FIXING LUG

OPERATING ROPE

AIR VENT / MONITORING
POINT / FLUSHING POINT

(TOP LAYER MAKE-UP)
-GROUND FINISH TO SPEC.
-EXT. PROTECTION GEOTEXTILE 3100N STRENGTH
-SPECIALIST IMPERMEABLE MEMBRANE
-INT. PROTECTION GEOTEXTILE 2150N STRENGTH
-STORAGE MODULE BLOCK

SILT TRAP INCLUDING LEAF
COLLECTION BASKET

BOOT DETAIL, PREFABRICATED
PVC TOP-HAT SEALED TO PVC
MEMBRANE AND INLET/OUTLET PIPE,
WITH CAST-IN-SITU CONCRETE
SUPPORT STRUCTURE

(BOTTOM LAYER MAKE-UP)
-STORAGE MODULE BLOCK
-INT. PROTECTION GEOTEXTILE 2150N STRENGTH
-SPECIALIST IMPERMEABLE MEMBRANE
-EXT. PROTECTION GEOTEXTILE 3100N
STRENGTH
-50mm COMPACTED QUARRY DUST
-SUB-BASE OF MIN. 150mm OF COMPACTED
CRUSHED
 STONE IN ACCORDANCE WITH CL.804
 OF THE TII SPECIFICATION FOR ROADWORKS

VORTEX FLOW CONTROL
UNIT
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INLET / OUTLET PIPE
-PIPE TO BE PERFORATED & SURROUNDED
 WITH HIGH FLOW GEOTEXTILE
-PIPE SIZED BY GEOCELLULAR
 STORAGE TANK SUPPLIER

ILOPILIP

INLET
MANHOLE

OUTLET
MANHOLE

ILOP

OUTLET PIPEINCOMING
PIPE

CONCRETE BOOT DETAIL

ATTENUATION TANK SHALL PROVIDE THE DESIGNATED
STORAGE VOLUME AND SHALL BE A SEALED SYSTEM. THE

ATTENUATION TANK SYSTEM SHALL HAVE NSAI AGREEMENT
CERTIFICATION OR EQUIVALENT. THE ATTENUATION TANK
SHALL BE DESIGNED FOR THE SITE-SPECIFIC CONDITIONS,

INSTALLED, TESTED AND CERTIFIED BY THE APPROVED
SUPPLIER. THE CERTIFICATION SHALL BE PROVIDED TO

LIMERICK CITY & COUNTY COUNCIL UPON COMPLETION OF
THE DEVELOPMENT

PLAN OF TYPICAL FLOW CONTROL MANHOLE

FRONT VIEW OF FLOW CONTROL SHOWING
CORRECT ORIENTATION

SECTION THROUGH TYPICAL FLOW CONTROL MANHOLE

1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH THE
SPECIFICATIONS AND ALL RELEVANT ARCHITECTS AND SERVICES
ENGINEERS DRAWINGS.

2. DO NOT SCALE, USE FIGURED DIMENSIONS ONLY.

3. DRAWINGS SHALL BE CHECKED BY CONTRACTOR AND ANY
DISCREPANCIES (DIMENSIONS) SHALL BE BROUGHT TO THE ATTENTION
OF THE ENGINEER BEFORE WORK IS COMMENCED.

4. ATTENUATION TANK SHALL PROVIDE THE DESIGNATED STORAGE
VOLUME AND SHALL BE A SEALED SYSTEM; THE ATTENUATION TANK
SYSTEM SHALL HAVE NSAI AGREEMENT CERTIFICATION OR EQUIVALENT;
THE ATTENUATION TANK SHALL BE DESIGNED FOR THE SITE-SPECIFIC
CONDITIONS, INSTALLED, TESTED AND CERTIFIED BY THE APPROVED
SUPPLIER. THE CERTIFICATION SHALL BE PROVIDED TO LIMERICK CITY &
COUNTY COUNCIL UPON COMPLETION OF THE DEVELOPMENT

TYPICAL ATTENUTATION TANK CROSS SECTION
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COPYRIGHT AND OWNERSHIP OF THIS DRAWING IS VESTED IN GARLAND,
WHOSE PRIOR WRITTEN CONSENT IS REQUIRED FOR IT'S REPRODUCTION
AND PUBLICATION TO ANY THIRD PARTY ©

ALL RIGHTS RESERVED BY THE LAW OF COPYRIGHT AND BY INTERNATIONAL
COPYRIGHT CONVENTIONS ARE RESERVED TO GARLAND ©

NO PART OF THIS DOCUMENT MAY BE REPRODUCED OR TRANSMITTED IN ANY
FORM OR STORED IN ANY RETRIEVAL SYSTEM OF ANY NATURE WITHOUT THE
WRITTEN PERMISSION OF THE CONSULTING ENGINEER AS COPYRIGHT
HOLDER EXCEPT AS AGREED FOR USE ON THE PROJECT FOR WHICH THE
DOCUMENT WAS ORIGINALLY ISSUED.
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STORMWATER TYPICAL DETAILS
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