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3.       FULL 900mm OF STABILIZED COVER MATERIALS OVER THE CHAMBERS IS REQUIRED FOR DUMP TRUCK TRAVEL OR DUMPING.
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INSPECTION & MAINTENANCE STEP 1) INSPECT ISOLATOR ROW FOR SEDIMENT INSPECT ISOLATOR ROW FOR SEDIMENT A. INSPECTION PORTS (IF PRESENT) INSPECTION PORTS (IF PRESENT) A.1. REMOVE/OPEN LID  ON NYLOPLAST INLINE DRAIN REMOVE/OPEN LID  ON NYLOPLAST INLINE DRAIN A.2. REMOVE AND CLEAN FLEXSTORM FILTER IF INSTALLED REMOVE AND CLEAN FLEXSTORM FILTER IF INSTALLED A.3. USING A FLASHLIGHT AND STADIA ROD, MEASURE DEPTH OF SEDIMENT AND RECORD ON MAINTENANCE LOG USING A FLASHLIGHT AND STADIA ROD, MEASURE DEPTH OF SEDIMENT AND RECORD ON MAINTENANCE LOG A.4. LOWER A CAMERA INTO ISOLATOR ROW FOR VISUAL INSPECTION OF SEDIMENT LEVELS (OPTIONAL) LOWER A CAMERA INTO ISOLATOR ROW FOR VISUAL INSPECTION OF SEDIMENT LEVELS (OPTIONAL) A.5. IF SEDIMENT IS AT, OR ABOVE, 80mm PROCEED TO STEP 2. IF NOT, PROCEED TO STEP 3. IF SEDIMENT IS AT, OR ABOVE, 80mm PROCEED TO STEP 2. IF NOT, PROCEED TO STEP 3. B. ALL ISOLATOR ROWS ALL ISOLATOR ROWS B.1. REMOVE COVER FROM STRUCTURE AT UPSTREAM END OF ISOLATOR ROW REMOVE COVER FROM STRUCTURE AT UPSTREAM END OF ISOLATOR ROW B.2. USING A FLASHLIGHT, INSPECT DOWN THE ISOLATOR ROW THROUGH OUTLET PIPE - MIRRORS ON POLES OR CAMERAS MAY BE USED USING A FLASHLIGHT, INSPECT DOWN THE ISOLATOR ROW THROUGH OUTLET PIPE - MIRRORS ON POLES OR CAMERAS MAY BE USED TO AVOID A CONFINED SPACE ENTRY B.3. IF SEDIMENT IS AT, OR ABOVE, 80mm PROCEED TO STEP 2. IF NOT, PROCEED TO STEP 3. IF SEDIMENT IS AT, OR ABOVE, 80mm PROCEED TO STEP 2. IF NOT, PROCEED TO STEP 3. STEP 2) CLEAN OUT ISOLATOR ROW USING THE JETVAC PROCESS CLEAN OUT ISOLATOR ROW USING THE JETVAC PROCESS A. A FIXED CULVERT CLEANING NOZZLE WITH REAR FACING SPREAD OF 1.1m OR MORE IS PREFERRED A FIXED CULVERT CLEANING NOZZLE WITH REAR FACING SPREAD OF 1.1m OR MORE IS PREFERRED B. APPLY MULTIPLE PASSES OF JETVAC UNTIL BACKFLUSH WATER IS CLEAN APPLY MULTIPLE PASSES OF JETVAC UNTIL BACKFLUSH WATER IS CLEAN C. VACUUM STRUCTURE SUMP AS REQUIRED VACUUM STRUCTURE SUMP AS REQUIRED STEP 3) REPLACE ALL COVERS, GRATES, FILTERS, AND LIDS; RECORD OBSERVATIONS AND ACTIONS. REPLACE ALL COVERS, GRATES, FILTERS, AND LIDS; RECORD OBSERVATIONS AND ACTIONS. STEP 4) INSPECT AND CLEAN BASINS AND MANHOLES UPSTREAM OF THE STORMTECH SYSTEM. INSPECT AND CLEAN BASINS AND MANHOLES UPSTREAM OF THE STORMTECH SYSTEM. NOTES 1. INSPECT EVERY 6 MONTHS DURING THE FIRST YEAR OF OPERATION. ADJUST THE INSPECTION INTERVAL BASED ON PREVIOUS INSPECT EVERY 6 MONTHS DURING THE FIRST YEAR OF OPERATION. ADJUST THE INSPECTION INTERVAL BASED ON PREVIOUS OBSERVATIONS OF SEDIMENT ACCUMULATION AND HIGH WATER ELEVATIONS. 2. CONDUCT JETTING AND VACTORING ANNUALLY OR WHEN INSPECTION SHOWS THAT MAINTENANCE IS NECESSARY.CONDUCT JETTING AND VACTORING ANNUALLY OR WHEN INSPECTION SHOWS THAT MAINTENANCE IS NECESSARY.

AutoCAD SHX Text
600 mm HDPE ACCESS PIPE REQUIRED USE FACTORY PRE-FABRICATED END CAP

AutoCAD SHX Text
TWO LAYERS OF WOVEN GEOTEXTILE BETWEEN FOUNDATION STONE AND CHAMBERS 1.5m MIN WIDE CONTINUOUS FABRIC WITHOUT SEAMS

AutoCAD SHX Text
CATCH BASIN OR MANHOLE

AutoCAD SHX Text
COVER ENTIRE ISOLATOR ROW WITH  NON-WOVEN GEOTEXTILE 2.4m MIN WIDE

AutoCAD SHX Text
SC-740 CHAMBER

AutoCAD SHX Text
SC-740 END CAP

AutoCAD SHX Text
SC-740 ISOLATOR ROW DETAIL NTS

AutoCAD SHX Text
OPTIONAL INSPECTION PORT

AutoCAD SHX Text
STORMTECH HIGHLY RECOMMENDS FLEXSTORM PURE INSERTS IN ANY UPSTREAM STRUCTURES WITH OPEN GRATES

AutoCAD SHX Text
%%USC-740 6" INSPECTION PORT DETAIL

AutoCAD SHX Text
NTS

AutoCAD SHX Text
SC-740 CHAMBER

AutoCAD SHX Text
FLEXSTORM CATCH IT PART# 6212NYFX WITH USE OF OPEN GRATE

AutoCAD SHX Text
300mm NYLOPLAST INLINE DRAIN BODY W/SOLID HINGED COVER OR GRATE PART# 2712AG06N SOLID COVER: 1299CGC GRATE: 1299CGS

AutoCAD SHX Text
150mm INSERTA TEE PART#06N12ST74IP INSERTA TEE TO BE CENTERED ON CORRUGATION CREST

AutoCAD SHX Text
150mm ADS N-12 HDPE PIPE

AutoCAD SHX Text
PAVEMENT

AutoCAD SHX Text
CONCRETE COLLAR NOT REQUIRED FOR UNPAVED APPLICATIONS

AutoCAD SHX Text
CONCRETE COLLAR

AutoCAD SHX Text
NOMINAL CHAMBER SPECIFICATIONS SIZE (W X H X INSTALLED LENGTH)  1295mm x 762mm x 2169mm 1295mm x 762mm x 2169mm CHAMBER STORAGE     1.30m³ 1.30m³ MINIMUM INSTALLED STORAGE*   2.12m³ 2.12m³ WEIGHT      33.6kg 33.6kg *ASSUMES 152mm STONE ABOVE, BELOW, AND BETWEEN CHAMBERS
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