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Extend existing roof to
cover existing flat roof.
New fascias, soffits,
rainwater goods etc.
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APEX 61.24

SS metal signage
and crest to detail.
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71"\ PROPOSED SOUTH ELEVATION
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Remove existing door installations. Build up ope
with matching concrete brickwork. Install
Aluminium Frame double glazed units. Frame
finish to be powder coated to selected colour.

Install Aluminium Frame entrance doors with
double glazed units. Frame finish to be powder
coated to selected colour. Allow for door
accessories, ironmongery, closers, intercom unit

etc.

Metal Standing Seam/ profiled
with integrated poly carbonate

Roof System

roof lights.
Number graphi
painted oaTladdjng.

Proprietary Aluminium and glass fire
station ddors to selected finish.

Fibre Cement Panel system cladding
to Appliance Bay to selected colour.

Covered
Shed. Refer to plan for extent of
covered area.

rea to side of Appliance

v. Metal sliding gate to side of
liance bays. New Pedestrian gate
acent.
EAVES 59.15
Metal fencing and
barriers to side of sliding
hate.
Fuel Storage beyond.

Wl

Selected light unit (4 no.) at
Appliance Bay Doors to M&E

Specification.

COPYRIGHT:

The design and details shown on this drawing are applicable to their
project only and may not be reproduced in whole or in part or be used
for any other project or purpose without the written permission of
Limerick City & County Council with whom copyright resides.

DO NOT SCALE from this drawing. Use figured dimensions.
Contractor to check all dimensions on site prior to commencement
of works. Any discrepancies are to be referred to the ARCHITECT.

/‘mxﬁmsa roof canopy out over entrance and in
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PROPOSED ELEVATIONS

Site Boundary front ¢f old Appliance hall. Refer to fldor plan for
extent of roof. Allow for 4 no. downlighters to be
fitted |nto the ceiling.
Extend existing pitched roof over remainder of
old fire station building. Make good to old roof.
Steel Frame (structural
APEX 61.53 design to be carried out by
m | RIDGE 61.24 building supplier) RIDGE 61.24 )
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clear storey lights tp old building and install double
lazed aluminium replacements. Allow for flashings, H H H H
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