Vent for proposed
Attenuation tank
and interceptor

/ D; JI Interceptor Kiosk

Class 1 Interceptor to cater for
hydrocarbon runoff. Klargester
NSBPO003 or similar approved

The flow rate from the proposed development to be limited to 2.0L/S greenfield runoff rate
calculated in accordance with the Institute of Hydrology Report 124. Based on HR Wallingford
and Flood Study Report, soil type is Class 2 (runoff coefficient of 0.3) and therefore site is
deemed possibly suitable for SUDs systems. Actual Soil infiltration rate to be confirmed by BRE
365 percolation tests. Flow restriction will be by means of hydrobrake by Hydro International or
similar approved. Note: In the absence of BRE percolation tests, design / simulation model
assumes zero infiltration. Drainage model checked for 50% blockage or 1.0 L/S. Result shows
surcharge of drainage / attenuation with no flooding.
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\ Required storage attenuation for the 100 year storm event plus
\ 30% allowance for climate change = 205.0M3. Proposed storage
attenuation tank to be Graf Ireland Attenuation tank or similar
approved. Tank Dimensions = 13.6m length x 11.4m width x 1.44m
high. IL of Tank = 77.00.Proposed storage volume = 212.0m3.
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STORM ATTENUATION TANK
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Invert Level of Attenuation Tank = 77.00m
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IMPERMEABLE GEOTEXTILE MEMBRANE — /
PROPOSED GRAF IRELAND GEOCELLULAR MODULAR UNITS OR SIMILAR APPROVED

MEMBRANE PROTECTION LAYER
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